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State Water Resources Control Board
Division of Drinking Water

February 24, 2016
System No.: 1510019

Mr. Michael James, Public Works Director
City of Shafter

336 Pacific Avenue

Shafter, CA 93263

RE: Citation No. 03_12_16C_004
Total Coliform Maximum Contaminant Level Violation
For December 2015

Dear Mr. James:

Enclosed is a Citation issued to the City of Shafter (hereinafter “Water System”) public water
system for noncompliance with the total coliform maximum contaminant level (MCL).

The Water System will be billed at the State Water Resources Control Board's (hereinafter “State
Board") hourly rate (currently estimated at $153.00) for the time spent on issuance of this citation.
The California Health and Safety Code Section 116577 provides that a public water system must
reimburse the State Board for actual costs incurred by the State Board for specified enforcement
actions, including but not limited to, preparing, issuing and monitoring compliance with a citation.

The Water System will receive a bill sent from the State Board in August of the next fiscal year.
This bill will contain fees for any enforcement time spent on Water System for the current fiscal
year.

If you have any questions regarding this matter, please contact Mr. Eli McFarland of my staff or me
at (559) 447-3300.

Sincerely,

/’/{_,.‘ - ) / / ”
£ /J & /7 ==
\J/{L(_‘f, (( /('//52 ;({: (’ﬂt)l/‘
Tricia A. Wathen, P.E.
Senior Sanitary Engineer, Visalia District
SOUTHERN CALIFORNIA BRANCH
DRINKING WATER FIELD OPERATIONS

TAW/LR

Enclosures

Certified Mail No. 7015 1660 0000 0781 8121

cc:  Kern County Environmental Health Department

Feuicia Mancus, cHair | THoMAS HOWARD, EXECUTIVE DIRECTOR

265 West Bullard Avenue, Suite 101, Fresno, CA 93704 | www.waterboards.ca.gov
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STATE OF CALIFORNIA

Citation No. 03_12_16C_004

STATE WATER RESOURCES CONTROL BOARD

DIVISION OF DRINKING WATER

Name of Public Water System: City of Shafter
Water System No: 1510019
Attention: Mr. Michael James, Public Works Director

336 Pacific Avenue
Shafter, CA 93263

Issued:  February 24, 2016

CITATION FOR NONCOMPLIANCE

TOTAL COLIFORM MAXIMUM CONTAMINANT LEVEL VIOLATION

CALIFORNIA CODE OF REGULATIONS, TITLE 22, SECTION 64426.1

DECEMBER 2015

The California Health and Safety Code (hereinafter “CHSC"), Section 116650 authorizes the

State Water Resources Control Board (hereinafter “State Board”) to issue a citation to a public

water system when the State Board determines that the public water system has violated or is

violating the California Safe Drinking Water Act (hereinafter
Division 104, Part 12, Chapter 4, commencing with Section

standard, permit, or order issued or adopted thereunder.

“California SDWA"), (CHSC,

116270), or any regulation,
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Citation No. 03_12_16C_004

The State Board, acting by and through its Division of Drinking Water (hereinafter “Division”)
and the Deputy Director for the Division, hereby issues this citation pursuant to Section 116650
of the CHSC to the City of Shafter (hereinafter “Water System”) for violation of CHSC, Section
116555(a)(1) and California Code of Regulations (hereinafter “CCR”), Title 22, Section

64426.1.

A copy of the applicable statutes and regulations are included in Appendix 1, which is attached

hereto and incorporated by reference.

STATEMENT OF FACTS

The Water System is classified as a community water system with a population of
approximately 16,928 persons served through 4,566 service connections. The Water System
is required to collect a minimum of four (4) distribution system bacteriological samples per
week. The Division received laboratory results for 115 bacteriological samples collected during
December 2015 from the Water System. All samples were analyzed for the presence of total
coliform bacteria. Thirty-seven (37) of the 115 samples analyzed were positive for total
coliform bacteria. None of the total coliform positive samples showed the presence of fecal
coliform or Escherichia coli (E. coli) bacteria. All water samples for coliform bacteria are

summarized in Appendix 2.

DETERMINATION
CCR, Title 22, Section 64426.1, Total Coliform Maximum Contaminant Level (MCL) states that
a public water system is in violation of the total coliform MCL if it collects at least 40
bacteriological samples per month and more than five (5) percent of the samples collected

during any month are total coliform-positive.
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Citation No. 03_12_16C_004

The Water System took 115 bacteriological samples during December 2015. The results of the
analysis of thirty-seven (37) samples were total coliform positive. This represents thirty-two (32)
percent of the total number of samples taken in this monitoring period. Therefore, the Division
has determined that the Water System violated Title 22, CCR, Section 64426.1 during

December 2015.

DIRECTIVES
The City of Shafter has completed the necessary public notification and investigation and no

other directives are necessary at this time.

The State Board reserves the right to make such modifications to the Citation as it may deem
necessary to protect public health and safety. Such modifications may be issued as

amendments to this Citation and shall be effective upon issuance.

Nothing in this Citation relieves the Water System of its obligation to meet the requirements of
the California SDWA (CHSC, Division 104, Part 12, Chapter 4, commencing with Section

116270), or any regulation, standard, permit or order issued or adopted thereunder.

PARTIES BOUND
This Citation shall apply to and be binding upon the Water System, its owners, shareholders,

officers, directors, agents, employees, contractors, successors, and assignees.

SEVERABILITY
The directives of this Citation are severable, and the Water System shall comply with each and

every provision hereof, notwithstanding the effectiveness of any other provision.
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Citation No. 03_12_16C_004

FURTHER ENFORCEMENT ACTION

The California SDWA authorizes the State Board to: issue a citation with assessment of
administrative penalties to a public water system for violation or continued violation of the
requirements of the California SDWA or any regulation, permit, standard, citation, or order
issued or adopted thereunder including, but not limited to, failure to correct a violation identified
in a citation or compliance order. The California SDWA also authorizes the State Board to take
action to suspend or revoke a permit that has been issued to a public water system if the public
water system has violated applicable law or regulations or has failed to comply with an order of
the State Board, and to petition the superior court to take various enforcement measures
against a public water system that has failed to comply with an order of the State Board. The

State Board does not waive any further enforcement action by issuance of this Citation.

S C{(_/d D

Tricia Wathen, P.E.
Senior Sanitary Engineer, Visalia District
DRINKING WATER FIELD OPERATIONS BRANCH

TAW/LR

Appendices (6):

Appendix 1:  Applicable Statutes and Regulations

Appendix 2:  Summary of Distribution Bacteriological Samples
Appendix 3:  Summary of Source Bacteriological Samples
Appendix 4:  Public Notice for December 2015

Appendix 5:  Proof of Notification Form

Appendix 6:  Positive Total Coliform Investigation report

Certified Mail No. 7015 1660 0000 0781 8121




APPENDIX 1
Applicable Statues and Regulations for Citation No. 03_12_16C_004

Violation of Total Coliform Rule

Section 116271 of the CHSC states in relevant part:

{a) The State Water Resources Control Board succeeds to and is vested with all of the authority, duties, powers,

purposés, functions, responsibilities, and jurisdiction of the Slate Department of Public Health, its predecessors, and its

director for purposes of all of the following:
{1} The Environmental Laboratory Accreditation Act {Articte 3 (commencing with Section 100825)
of Chapter 4 of Part 1 of Division 101).
{2} Article 3 (commencing with Section 106875) of Chapter 4 of Part 1.
{3) Article 1 (commencing with Section 115825) of Chapter 5 of Part 10.
{4) This chapter and the Safe Drinking Walter State Revolving Fund Law of 1997 (Chapter 4.5 (commencing
with Section 116760)).
(5) Article 2 (commencing with Section 116800), Article 3 (commencing wilh Section 116825), and Article 4
{commencing with Section 116875) of Chapter 5. ‘
(6) Chapter 7 (commencing with Section 116975).
{7) The Safe Drinking Water, Water Quality and Supply, Flood Control, River and Coastal Protection Bond Act
of 2006 (Division 43 (commencing with Seclion 75001) of the Public Resources Code).
{8) The Water Recycling Law (Chapter 7 (commencing with Section 13500) of Division 7 of the Water Code).
{9) Chapter 7.3 (commencing with Section 13560} of Division 7 of the Water Code.
{10} The California Safe Drinking Water Bond Law of 1976 (Chapter 10.5 (commencing with Section 13850) of
Division 7 of the Water Code).
{11) Wholesale Regional Water System Security and Reliability Act (Division 20.5 (commencing with Section
73500) of the Water Code).
(12) Water Security, Clean Drinking Water, Coastal and Beach Protection Act of 2002 (Division 26.5
{commencing with Section 79500) of the Water Code).

{b) The State Water Resources Control Board shall maintain a drinking water program and carry out the duties,

responsibilities, and functions described in this section. Statutory reference to “department,” “state department,” or

“director” regarding a function transferred to the State Water Resources Control Board shall refer to the State Water

Resources Control Board. This section does not impair the authority of a local health officer to enforce this chapter or a

county’s election not to enforce this chapter, as provided in Section 116500...

(k) {1) The State Water Resources Control Board shall appoint a deputy director who reports to the executive
director to oversee the issuance and enforcement of public water system permits and other duties as
appropriate. The deputy director shall have public health expertise.

(2) The deputy director is delegated the State Water Resources Control Board's authority to provide notice,
approve notice content, approve emergency notification plans, and take other action pursuant to Ardicle 5
(commencing with Section 116450), to issue, renew, reissue, revise, amend, or deny any public water system
permits pursuant to Article 7 (commencing with Section 1165285), fo suspend or revoke any public water system
permit pursuant to Article 8 (commencing with Section 116628}, and to issue citations, assess penalties, or
isstre orders pursuant to Article 9 {commencing with Section 116650). Decisions and actions of the deputy
director taken pursuant fo Article 5 (commencing with Section 116450} or Article 7 (commencing with Section
116525) are deemed decisions and actions taken, but are not subject to reconsideration, by the State Water
Resources Control Board. Decisions and actions of the depuly director taken pursuant to Article 8 (commencing
with Section 116625) and Article 9 (commencing with Section 118650) are deemed decisions and actions taken
by the State Water Resources Control Board, but any aggrieved person may petition the State Water
Resources Control Board for reconsideration of the decision or action. This subdivision is not a limitation on the
State Water Resources Control Board's authority to delegate any other powers and duties.

Section 116555(a)(1) of the CHSC states in relevant part:
{a} Any person who owns a public water system shall ensure that the system does all of the following:
(1) Complies with primary and secondary drinking water standards.

Section 116650 of the CHSC states in relevant part:

(a} If the department determines that a puhblic water system is in violation of this chapter or any regulation, permit,
standard, citation, or order issued or adopted thereunder, the depariment may issue a citation to the public water system.
The citation shall be served upon the public water system personally or by certified mail. Service shall be deemead
effective as of the date of personal service or the date of receipt of the certified mail. If a person to whom a citation is
direcled refuses to accept delivery of the certified mail, the date of service shall be deemed to be the date of mailing.

(b) Each citation shall be in writing and shall describe the nature of the violation or violations, including a reference fo the
statutory provision, standard, order, citation, permit, or regulation alleged to have been violated.

(c) A citation may specify a date for glimination or correction of the condition constituting the violation.

(d) A citation may include the assessment of a penalty as specified in subdivision {g).




Appendix 1. Applicable Statues and Regulations for
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(e) The department may assess a penalty in an amount not to excead one thousand dollars ($1,000} per day for each
day that a violation occurred, and for each day that a violation continues to occur. A separate penalty may be assessed
for each violation.

Section 84421 (General Requirements)
(a) Each water supplier shall:
{1) Develop a routine sample siting plan as required in section 64422,
(2) Collect routine, repeat and replacement samples as required in Sections 64423, 64424, and 64425,
{3) Have all samples analyzed by laboratories approved to perform those analyses by the State Board and report results
as required in section 64423.1;
{4) Notify the State Board when there is an increase in coliform bacteria in bacteriological samples as required in section
644286; and
{5) Comply with the Maximum Contaminant Leve! as required in section 64426.1.
(b) Water suppliers shall perform additional bactericlogical monitoring as follows:
(1) After construction or repair of welis;
(2) After main installation or repair;
(3) After construction, repair, or maintenance of storage facilities; and
{4) After any system pressure loss to fess than five psi. Samples coliected shall represent the water quality in the
affected portions of the system.

Section 64422 (Routine Sample Siting Plan) of CCR states in refevant part:
{a) By September 1, 1992, each water supplier shall develop and submit to the State Board a siting plan for the routine collection
of samples for total coliform analysis, subject to the following:
{1) The sample sites chosen shall be representative of water throughout the distribution system including all pressure
zones, and areas supplied by each water source and distribution reservoir.
{2) The water supplier may rotate sampling among the sample sites if the total number of sites needed to comply with
{a)(1) above exceeds the number of samples required according to Table 64423-A. The rotation plan shall be described
in the sample siting plan.

{b) If personnel other than certified operators wilt be performing field tests and/or collecting samples, the sample siting plan shalt
include a declaration that such personnel have been frained, pursuant to §64415 (b).

{c) The supplier shall submit an updated plan to the State Board at least once every ten years and at any time the plan no longer
ensures representative monitoring of the system.

Section 64423 (Routine Sampling) of CCR states in relevant part:
{a) Each water supplier shall collect routine bacteriological water samples as follows:
(1) The minfmum number of samples for community water systems shall be based on the known population served or
the total number of service connections, whichever results in the greater number of samples, as shown in Table 64423-
A, A community water system using groundwater which serves 25-1000 persons may request from the State Board a
reduction in monitoring frequency. The minimum reduced frequency shall not be less than one sample per quarter.
{(2) The minimum number of samples for nontransient-noncommunity water systems shall be based on the known
population served as shown in Table 64423-A during those months when the system is operating. A nontransient-
noncommunity water system using groundwater which serves 25-1000 persons may request from the State Board a
reduction in monitoring frequency if it has not violated the requirements in this article during the past twelve months. The
minimum reduced frequency shall not be less than one sample per quarter.
{3} The minimum number of samples for transient-noncommunity water systems using groundwater and serving 1000 or
fewer persons a month shall be one in each calendar quarter during which the system provides water to the public.
(4) The minimum number of samples for transient-noncommunity water systems using greundwater and serving more
than 1000 persons during any month shall be based on the known population served as shown in Table 64423-A, except
that the water supplier may request from the State Board a reduction in monitoring for any month the system serves
1000 persons or fewer. The minimum reduced frequency shall not be less than one sample in each calendar quarter
during which the system provides water to the public.
(5) The minimum number of samples for transient-noncommunity water systems using approved surface water shall be
based on the population served as shown in Table 64423-A. A system using groundwater under the direct influence of
surface water shall begin monitoring at this frequency by the end of the sixth month after the State Board has designated
the source to be approved surface water.
(6) A public water system shall collect samples at regular time intervals throughout the month, except that a system
using groundwater which serves 4,800 persons or fewer may collect all required samples on a single day if they are
taken from different sites.
{b} In addition to the minimum sampling requirements, all water suppliers using approved surface water which do not praclice
treatment in compliance with Sections 64650 through 64666, shall collect a minimum of one sample before or at the first service
connection each day during which the turbidity level of the water delivered to the system exceeds 1 NTU. The sample shall be
collected within 24 hours of the exceadance and shall be analyzed for total coliforms. If the water supplier is unable to collect
and/or analyze the sample within the 24-hour time period because of extenuating circumstances beyond its control, the supplier
shall notify the State Board within the 24-hour time period and may request an extension. Sample results shall be included in
determining compliance with the MCL for total coliforms in Section 64426.1.
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(c) If any routine, repeat, or replacement sample is total coliform-positive, then the water supplier shall collect repeat samples in
accordance with Section 64424 and comply with the reporting requirements specified in Sections 64426 and 64426.1.

Table 64423-A

Minimum Number of Rouline Total Coliform Samples

Monthly Population Served Service Conneclions Minimum Number of Samples
25 fo 1000 15 to 400 1 per month
1,001 to 2,500 401 to 890 2 per month
2,501 to 3,300 891 to 1,180 3 per month
3,301 to 4,100 1,181 o 1,460 4 per month
4,101 {0 4,900 1,461 t0 1,750 5 per month
4,901 t0 5,800 1,751 102,100 6 per month
5,801 to 6,700 2,101 to 2,400 7 per month
6,701 to 7,600 2,401 to 2,700 2 per week
7,601 to 12,200 2,701 to 4,600 3 per week
12,901 to 17,200 4,601 10 6,100 4 per week
17,201 to 21,500 6,101 10 7,700 5 per week
21,501 to 25,000 7,701 to 8,900 6 per week
25,001 to 33,000 8,901 to 11,800 8 per week
33,001 to 41,000 11,801 to 14,600 10 per week
41,001 {o 50,000 14,601 to 17,900 12 per waek
50,001 to 59,000 17,801 to 21,100 15 per week
59,001 to 70,000 21,101 to 25,000 18 per week
70,001 to 83,000 25,001 10 29,600 20 per week
83,001 to 96,000 29,601 to 34,300 23 per week
96,001 to 130,000 34,301 to 46,400 25 per week
130,001 to 220,000 46,401 to 78,600 30 per week
220,001 to 320,000 78,601 to 114,300 38 per week
320,001 to 450,000 114,301 to 160,700 50 per week
450,001 to 600,000 160,701 to 214,300 55 per week
600,001 to 780,000 214,301 to 278,600 60 per week
780,001 1o 870,000 278,601 to 346,400 70 per week
970,001 {o 1,230,000 346,401 10 439,300 75 per week
1,230,001 to 1,520,000 439,301 to 542,900 85 per waek
1,620,001 to 1,850,000 542,901 to 660,700 90 per waek
1,850,001 to 2,270,000 660,701 to 810,700 98 per week
2,270,001 o 3,020,000 810,701 to 1,078,600 105 per week
3,020,001 to 3,960,000 1,078,601 to 1,414,300 110 per week
3,960,001 or more 1,414,301 or more 120 per week

Section 64423.1 (Sample Analysis and Reporting of Results)
{a) The water supplier shall designate (fabel) each sample as routine, repeat, replacement, or “other” pursuant to Section
64421(b), and have each sample analyzed for total coliforms. The supplier also shall require the laboratory to analyze the same
sample for fecal coliforms or Escherichia coli (E. coli) whenever the presence of lotal coliforms is indicated. As a minimum, the
analylical results shall be reported in terms of the presence or absence of total or fecal coliforms, or E. coff in the sample,
whichaever is appropriate.
(b) The water supplier shall require the laboratory to notify the supplier within 24 hours, whenever the presence of fotal coliforms,
fecal coliforms or E. coli is demenstrated in a sample or a sample is invalidated due to interference problems, pursuant to Section
64425(b), and shall ensure that a contacl person is available to receive these analytical resuits 24-hours a day. The water supplier
shall also require the laboratory to immediately notify the State Board of any positive bacteriological resulis if the laboratory
cannot make direct contact with the designated contact person within 24 hours,
{c) Analytical results of afl required samples collected for a system in a calendar month shall be reported to the State Board not
later than the tenth day of the following month, as follows:
{1) The water supplier shall submit 2 monthly summary of the bacteriological monitoring results to the State Board.
{2) For systems serving fewer than 10,000 service connections or 33,000 persons, the water supplier shall require the
laboratory to submit copies of all required bactericlogical monitoring results directly to the State Board.
{3} For systems serving more than 10,000 service connections, or 33,000 persons, the water supplier shall require the
laboratory to submit copies of bacteriological moenitoring results for all positive routine samples and afl repeat samples
directly to the State Board.
{d} Laboratory reports shall be retained by the water supplier for a period of at least five years and shall be made available to the
State Board upon reguest.




Appendix 1. Applicable Statues and Regulations for
Citation No. 03_12_16C_004

Section 64424 (Repeat Sampling) of the CCR states In relevant part:
(a) if a routine sample is total coliform-positive, the water supplier shall collect a repeat sample set as described in
paragraph {1) within 24 hours of being notified of the positive result. The repeat samples shall be all be collected within
the same 24 hour time period. A single service connection system may request that the State Board allow the collection
of the repeat sample set over a four-day period.
(1) For a water supplier that normally collects more than one rouline sample a month, a repeat sample set shall
be at least three samples for each total coliform-positive sample. For a water supplier that normally collects one
or fewer samples per month, a repeat sample set shall be at least four samples for each total coliform-positive
sample,
(2) If the water supplier is unable to collect the samples within the 24-hour time pericd specified in subsection
(a) or deliver the samples to the laboratory wilhin 24 hours after collection because of circumstances beyond its
control, the water supplier shall notify the State Board within 24 hours. The Stale Board will then determine
how much time the supplier will have to collect the repeat samples.
(b) When collecting the repeat sample set, the water supplier shall collect at least one repeat sample from the sampling
tap where the original total coliform-positive sample was taken. Other repeat samples shall be collected within five
service connections upstream or downslream of the original site. At least one sample shatt be from upstream and
downstream unless there is no upstream and/or downstream service connection.
(c) If one or more samples in the repeat sample set Is total coliform-positive, the water supplier shall collect and have
analyzed an additional set of repeat samples as specified in subsections (a) and (b). The supplier shall repeat this
process until either no coliform are detected in one complete repeat sample set or the supplier determines that the MCL
for total coliforms specified in Section 64426.1 has been exceeded and notifies the State Board.
(d) If a public water system for which fewer than five routine samples/month are collected has one or more total
coliform-positive samples, the water supplier shall collect at least five routine samples the following month. If the supplier
stops supplying water during the month after the total coliform-positive(s), at least five samples shall be collected during
the first month the system resumes operation. A water supplier may request the State Board waive the requirement to
collect at least five routine samples the following month, but a waiver will not be granted solely on the basis that all
repeat samples are total coliform-negative. To request a waiver, one of the following conditions shall be met:
{1) The State Board conducts a site visit before the end of the next month the system provides water to the
public to determine whether additional monitering andfor corrective action is necessary to protect public health.
(2) The State Board determines why the sample was total coliform-positive and establishes that the system has
corrected the problem or will correct the problem before the end of the next month the system serves water to
the public. If a waiver is granted, a system shall collect at least one routine sample before the end of the next
month it serves water to the public and use it to determine compliance with Section 64426.1.

Section 64428 (Significant Rise in Bacterial Count) of the CCR states in relevant part:
{(a) Any of the following criteria shall indicate a possible significant rise in bacterial count:
{1} A system collecting at least 40 samples per month has a total coliform-positive routine sample followed by two total
coliform-positive repeat samples in the repeat sample set;
(2} A system has a sample which is positive for fecal coliform or E. colf; or
(3} A system fails the total coliform Maximum Contaminant Level {MCL} as defined in Seclion 64426.1.
{b) When the coliform levels specified in subsection {(a) are reached or exceeded, the water supplier shall:
(1) Contact the State Board by the end of the day on which the system is nofified of the test resuit or the system
determines that it has exceeded the MCL, unless the notification or determination occurs after the Stale Board office is
closed, in which case the supplier shall notify the State Board within 24 hours; and
(2) Submit fo the State Board information on the current status of physical works and operating procedures which may
have caused the elevated bacteriological findings, or any information on community iliness suspected of being
waterborne. This shall include, but not be limited to:
{A) Current operating procedures that are or could potentially be related to the increase in bacterial count;
{B) Any interruptions in the treatment process;
(C) System pressure loss to less than 5 psi;
{D} Vandalism and/or unauthorized access to facilities;
{E) Physical evidence Indicating bactericlogical contamination of facilities;
(F) Analytical results of any additional samples collected, including source samples;
{G) Community illness suspected of being waterborne; and
(H) Records of the investigation and any action taken.

Section §4426.1 (Total Coliform Maximum Contaminant Level (MCL)) of CCR states in relevant part:
(b) A public water system is in violation of the total coliform MCL when any of the following oceurs:
{1) For a public water system which collects at least 40 samples per month, more than 5.0 percent of the samples
collected during any month are total coliform-positive; or
(2) For a public water system which collects fewer than 40 samples per month, more than one sample collected during
any month is total coliform-positive; or
(3) Any repeat sample is fecal coliform-positive or E. coli-positive; or
{4) Any repeat sample following a fecal coliform-positive or E. coli-positive routine sample is total coliform-positive.
(c) If a public water system is not in compllance with paragraphs (b){1) through (4), during any month in which it supplies water to
the public, the water supplier shall notify the State Board by the end of the business day on which this is determined, unless the
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determination occurs after the State Board office is closed, in which case the supplier shall notify the State Board within 24 hours
of the determination. The water supplier shall also nofify the consumers served by the water system. A Tier 2 Public Notice shall
be given for violations of paragraph (b){1) or (2), pursuant to section 64463.4. A Tier 1 Public Notice shall be given for violations
of paragraph (b)(3) or {4), pursuant to section 64463.1.

Section 64463.1 (Tier 1 Public Notice) of CCR states in relevant part:
{a) A water system shall give public notice pursuant to this section and section 64485 if any of the following occurs:
(1) Violation of the total coliform MCL when:
{A) Fecal coliform or E. colf are present in the distribution system; or.
{B) When any repeat sample tests positive for coliform and the water system fails to test for fecal coliforms or E.
colf in the repeat sample;...
(b} As soon as possible within 24 hours after learning of any of the violations in subsection {a) or being notified by the State Board
that it has determined there is a potential for adverse effects on human health [pursuant to paragraph (a){4), (5), or (6)], the water
system shall:
(1) Give public notice pursuant to this section;
(2) Initiate consultation with the State Board within the same timeframe; and
(3} Comply with any additional public notice requirements that are determined by the consultation to be necessary to
protect public heatth.
(c} A water system shall deliver the public notice in a manner designed to reach residential, transient, and nontransient users of
the water system and shall use, as a minimum, one of the following forms:
{1) Radio or television;
{2) Posting in conspicuous locations throughout the area served by the water system;
(3) Hand delivery to persons served by the water system; or
(4) Other method approved by the State Board, based on the method's ability to inform water system users.

Saction 64465 (Public Notice Content and Format) of the CCR states in relevant part:
(a) Each public notice given pursuant to this article, except Tier 3 public notices for variances and exemptions pursuant
to subsection (b}, shall contain the following:
{1) A description of the violation or occurrence, including the contaminant(s} of concern, and (as applicable} the
contaminant tevel(s);
{2) The date(s) of the violation or occurrence;
(3) Any potential adverse health effects from the violation or occurrence, including the appropriate standard
health effects language from appendices 64465-A through G;
(4) The population at risk, including subpopulations particularly vulnerable if exposed to the contaminant in
drinking water;
(5) Whether alternative water supplies should be used;
{6) What actions consumers should take, including when they should seek medical help, if known;
{7) What the water system is doing to correct the violation or occurrence;
(8) When the water system expects to return fo compliance or resolve the occurrence;
{9) The name, business address, and phone number of the water system owner, operator, or designee of the
water system as a source of additional information concerning the public notice;
{10} A statement to encourage the public notice recipient to distribute the public notice to other persons served,
using the following standard language: —Please share this information with all the other people who drink this
water, especially those who may not have received this public notice direclly (for example, people in
apartments, nursing homes, schools, and businesses). You can do this by posting this public notice in a public
place or distributing copies by hand or mail; and
{11} For a water system with a menitering and testing procedure violation, this language shall be included: "We
are required to monitor your drinking water for specific contaminants on a regular basis. Results of regular
monitoring are an indicator of whether or not your drinking water meets health standards. During [compliance
period dates], we [‘did not monitor or test' or ‘did not complete all monitoring or testing’] for fcontaminant{s)),
and therefore, cannot be sure of the quality of your drinking water during that time.” ...
{c) A public water system providing notice pursuant to this articfe shall comply with the following multilingual-related
requirements:
(2) For a Tier 2 or Tier 3 public notice:
(A) The notice shall contain information in Spanish regarding the importance of the notice, or contain a
telephone number or address where Spanish-speaking residents may contact the public water system
to obtain a translated copy of the notice or assistance in Spanish; and
{B} When a non-English speaking group other than Spanish-speaking exceeds 1,000 residents or 10
percent of the residents served by the public water system, the notice shall include:
1. Information in the appropriate language(s) regarding the importance of the notice; or
2. A telephone number or address where such residents may contact the public water system
to obtain a translated copy of the notice or assistance in the appropriate language; and
{3) For a public water system subject to the Dymally-Alatorre Bilingual Services Act, Chapter 17.5, Division 7, of
the Government Code (commencing with section 7290), meeting the requirements of this Article may not
ensure compliance with the Dymally-Alatorre Bilingual Services Act.
{d} Each public notice given pursuant to this article shall;

.5.




Appendix 1. Applicable Statuses and Regulations for
Citation No. 03_12_16C_004

{1) Be displayed such that it catches people’s attention when printed or posted and be formatied in such a way
that the message in the public notice can be understiood at the eighth-grade level;

{2) Not contain technical language beyond an eighth-grade level or print smaller than 12 point; and

{3) Not contain language that minimizes or contradicts the information being given in the public notice,

Appendix 64465-A. Health Effects Language - Microbiological Contaminants.

Contaminant Health Effects Language

Total Coliforms are bacteria that are naturally present in the environment and are used as an indicator that

Coliform other, potentially-harmful, bacteria may be present. Coliforms were found in more samples than
allowed and this was a warning of potential problems.

Fecal Fecal coliforms and E. cofi are bacteria whose presence indicates that the water may be contaminated

coliform/E. with human or animal wastes. Microbes In these wastes can cause short-term effects, such as

coli diarrhea, cramps, nausea, headaches, or other symptoms. They may pose a special health risk for
infants, young children, some of the elderly, and people with severely compromised immune systems.

Turbidity Turbidity has no health effects. However, high levels of turbidity can interfere with disinfection and
provide a medium for microbial growth. Turbidily may indicate the presence of disease-causing
organisms. These organisms inchude bacleria, viruses, and parasites that can cause symptoms such
as nausea, cramps, diarrhea, and associated headaches.

Section 64469 (Reporting Requirements) of CCR states in relevant part:

(d) Within 10 days of giving initial or repeat public notice pursuant to Article 18 of this Chapter, except for notice given
under section 64463.7(d), each water system shall submit a cerlification to the State Board that it has done so,
along with a representative copy of each type of public notice given.

Section 64481 {Content of the Consumer Confidence Report) of CCR states in relevant part:

(g) For the year covered by the report, the Consumer Conlfidence Report shall note any violations of paragraphs (1) through (7)
and give related information, including any potential adverse health effects, and the steps the system has taken to correct the
violation.

{1) Monitoring and reporting of compliance data.




Bacteriological Distribution Monitoring Report

APPENDIX 2

1510019 Shafter, City of

Distribution S:vsfem Frf:g._- 4/W

GHR

Sample Date  Location T Coli EColi FColi HPC Type Ci2 Tvpe  Swtisfied? CoHtments
12/20/2015 Station: <i < Routine  0.99-1.74

10,17,19,20,23
1212812015 Station; 1,2,34 A A Repeat 1.28-2.03
12/21/2015 Station: <4 <4 Repeat  0.9-3.2

1,2,3,4,7,7A,78,10,1

0A,10B,15,15A,158B,

16,16A,168,17,17A,

178
1212142015 Station: <1 <1 Repeat 0.8-1.9

18,18A,18B,19,194A,

19B,20,20A,20B,21,

21A,218,22,22A,22

B.23,23A,23B
12/20/2015 Station: <1 <1 Repeat 0.8-1.8

1,2,3.4,5,7,8,10,15,

16,17,18,19,20,21,2

2,23
1211812015 Station: <1 <1 Repeat

15A,16,20A,21A,21

B,22,228
12182015 Station; 1.0-19 <1 Repeat

7,7A.7B,10,10A,10B

,15,15B,16A,16B,17

JATA17B,18,18A,18

B,19,19A,198,20,20

B,21,22A,23,23A,23

B
12/16/2015 Station: P A Routine  0.7-1.1

7,10,15,16,17,18,19,

20,21,22,23
12/14/2015 Station: 1,2,3,4 A A Routine  0.7-1.1
121812015 Station: 1,2,3.4 A A Routine
1172472015 Sta #A A A Repeat
11/24/2015 Sta#B A A Repeat
11/2412015 Sta #16 A A Repeat
112312015 Station #16 P A Routine 1.0
11/1/2015 28 samples A A Routine  0.5-1.4
10112015 24 samples A A Routine  0.5-1.2
9fi215 31 samples A A Routine  0.3-1.4
8172015 27 samples A A Routine  0.4-1.3
7172015 28 samples A A Routine  0.51.3
6/1/2015 31 samples A A Routine  0.3-1.4
5112015 28 samples A A Routine  0.5-1.4
41172015 28 samples A A Routine  0.4-2.0
31112015 27 samples A A Routine  0.7-1.8
21912015 Sta. #4B A A Repeat 1.1
21912015 Sta. #4 A A Repeat 14
21942015 Sta. #4A A A Repeat 1.0
21512015 Sta. #4 P A Routine 0.8
2112015 26 samples A A Routine 0.7-1.6
1M1/2015 20 samples A A Routine  0.7-1.2

Violaﬁonl I{e,_v“_‘

MCL  (Exceeds the maximum contaminant level

MR1  'No monthly sample for the report menth

|

' 24-Feb-16

‘rMR2 ;No quartarly sample for the report month

MR3  Incorrect number of routine samples for the report month
MR4  :Did not collect 5 routine samples for previous month's positive sample

{MR6
MR7
MRS
MR9

‘No source sample

No summary report submitied
.Other comments andfor info

!CIZ not reporied

"TMRS  Incorrect number of repeal samples as follow-up to a positive sampla

Page 1 of 2




Source Bacteriological Monitoring Report

APPENDIX 3

1510019  Shafter, City of

Sample Test
Sample Date Time Source Type Metlod T Coli E Coli HPC Vielation Comments
12028/20156  PVIPV2PV3Tank2 Treatment  MPN <10 <10
121282015 10:10 Well 7 GWRWel  PA A A Cl2=0.1
1212872015 10:35 Well 14 GWR Well MPN <10 <10
1212812015 11:55 Welii‘i _GWR Well PIA A A
211812015 10:45 Waell 14 GWR Well MPN <1 <1
120182015 10:48 Well 17 GWRWell  MPN 9.9 <1
12018/2015  11:00 Well 12 GWR Well MPN 42 <1 .
(2182015 11115 Well7 GWRWel  MPN <t <
121112015 13110 Well 7 Well PIA A A B
11/24/2015 Wells 11,12,17 Well PIA A A
11/24/2015 PV1,PV2 PV3 Tank2  Treatment 1.0-
11/24/2015 11:20 Well 7 Well F’IA - P A
242015 11:30 Well 14Raw  Welt L
10/28/2015 PV1 ,PV2,PV3,Tank 2 Treatment HPC <1—5 o
10/2812015 Wells: 7,8,71”1,12.17 _ W_t_alf - PIA A A o
1_0:'_28/720157 _ 1‘_]:05 W_el_t 14 Well HPC 29
513012015 PVI,PV2PV3Tank2 Treatment ~ HPC _ <1-1.0
9/30/2015 Wells: 7,811,217 Woell PIA A A e
973072015 11:20 Well 14 Well HPC 2.0 ]
78/27/2071 5 7 PVf ,PVZ,PVS,Tank 2 Treatment HPC 2-220
8/27/2015  10:55 Weli14 Well HPC — v
8/1/2015 Wells: 7,8,11,12,17 Wel_!__ - F’/A A A S
/292015 PVi,pV2PV3 Tank2  Treatment =~ HPC M2
7/29/2015 Wells: 7,8,11,12,17 Well PIA ) _ A A -
72002015 11:45 Weli14 Wl HPC 4
| 6/30/2015 (PVIPV2PV3Tank2 Treatment =~ HPC <12
6/30/2015 Wells: 7.8,1‘_1__.1_2!_1_7_“ _ Well PIA A A o
) 6/_30/2015 - 10:50 Well 14 Well HPC ‘ - 4.0
5/28/2015 ] Wells: 7,8,11,12,17 Well PIA _ /-\ _ A _ o
5/28)'2015 - _E\_{LPV2,PV3.Tank 2 Treatment HPC <1-12
5282015 9:20 Well 14 Well HPG %0
413012015 PVIPV2PV3Tank2 Trealment  HPC <111
4130/2015  13:15 Well 14 Well HPC - 22
41112015 Wells:7,8,11,12,17  Well PA A A -
312612015 PV1,PV2PV3 Tank 2 Treatment HRPC <‘125t;0
3/26/2015 | Wells: 78,11,12,1417, Well  PIA A A
2125/2015 Wells: 7,8,11,12,17  Well - PIA A A
21912015 Wells: 12,17 GWRWell  PIA A A
10282015 Wells:7,811,12,14,17  Well PIA A A
l2gi2015 Tank2 Treatment PIA A A <1
2/24/2016 Page1of I




APPENDIX 4

S

12-18-2015

Este informe contiene informaciéon muy impoitante sobre su agua potable.
TradGzcalo o hable con alguien que lo entienda bien.

BOIL YOUR WATER BEFORE USING

Failure to follow this advisory could result in stomach or intestinal iliness.

Due to recent detections of bacteria in your water supply, the State Water Resources Control
Board, Division of Drinking Water, in conjunction with the County of Kern Public Health Services
Department, Environmental Health Division and the City of Shafter are advising water
customers of the City to use only boiled tap water or bottied water for drinking and cooking
purposes as a safety precaution.

DO NOT DRINK THE WATER WITHOUT BOILING IT FIRST, Bring all water to a boii, let
it boil for one (1) minute, and let it cool before using, or use bottled water. Boiled or bottled
water shouid be used for drinking and food preparation until further notice. This is the
preferred method to assure that the water is safe to drink.

If this situation persists, below you will find alternative methods to disinfect your water,

* An alternative method of disinfection for residents that are not able to boil their water is to
use fresh, unscented, liquid household bleach. To do so, add 8 drops {or 1/8 teaspoon} of
bleach per gallon of clear water or 16 drops {or 1/4 teaspoon) per gallon of cloudy water,
mix thoroughly, and allow it to stand for 30 minutes before using. A chlorine-like taste and
odor will result from this disinfection procedure and is an indication that adequate
disinfection has taken place.

»  Water disinfection tablets may also be used by following the manufacturer’s instructions.

We will inform you when tests show that water is safe to drink and you no longer need to boil
your water, We anticipate resolving the problem within one week.

For more information contact;

Name Agency Address Day Phone Email
Michael James Cily of Shafter 336 Pacific Ave (661)746-5000 | mjames@shatter.com
Shafter, CA
93263
Denna Fenton’ Kem County (661)862-8726 | donnaf@co.kem.ca.us
Environmental Health
Tricia A, Wathen District Engineer {559)447-3300 | lricia.wathen@waterboards.ca.gov

Please share this information with all the other people who drink this water, especially those
who may not have received this notice directly (for example, people in apartments, nursing
homes, schools, and businesses). You can do this by posting this notice in a public place or
distributing copies by hand or mall,




APPENDIX 5

PROOF OF NOTIFICATION
{Return with copy of the Notice)

As required by Section 116450 of the California Health and Safety Code, T notified all users of
water supplied by the City of Shafter of the failure to comply with the Total Coliform Rule for

the:

Circle one: 1 2 3 cguarteronOlS_

Notification was made on December 19, 2015.

To summarize report delivery used and good-faith efforts used, please check all items below that
apply and fill-in where appropriate:

[C1  The notice was distributed by direct delivery to each customer served by the water system.
['] The notice was distributed by mail delivery to each customer served by the water system,

One or more of the following methods were used to reach persons not likely to be reached by a
mailing or direct delivery (renters, nursing home patients, prison inmates, etc.):

Posted the notice at the following conspicuous locations served by the water system (if
needed, please attach a list of locations).

e Public drinking fountains
¢ Self-serve water kiosks.
¢ Digital Message Boards on State Route 43,

[] Publication of the notice in a local newspaper or newsletter of general circulation (attach a
copy of the published notice, including name of newspaper and date published).

Posted the notice on the Tnternet at;
o www.shafter.com

o https:/www. inccbook.com/CityQiS hafter

Xl Other method used to notify customers,
e Churches for Sunday services on 12-20-15.
e Local news.
e Bakersfield Californian ncwspaper.

e Other media outlets as noted on the attached report supplement.




City of Shafter
02.23-2016
Page 2

DISCLOSURE: Be advised that Section 116725 and 116730 of the California Health and Safety Code state
that any person who knowingly makes any false statement on any report or document submitted for the purpose of
compliance with the attached order may be lable for a civil penalty not to exceed five thousand dollars {$5,000) for
separate violation for each day that viokation continues. In addition, the violators may be prosecuted in cririnal
cowrt and wpon conviction, be punished by a fine of not more than $25,000 for cach day of violation, or be
imprisoned ir the county jail not to exceed one year, or by both the fine and imprisonment.

Certified by;

J o= Michael Yames Public Works Director
Signatire > Name Title

02-23-2016

Date

Due to the Division of Drinking Water within 10 days of notification to the public
Enforcement Action No.:




City of Shafter
02-23-2016
Page 3

News Reports Waler Boil Notice
12/19/2015
hip/bakersfickdnow.comfnewsflocal/city-ol-shafler-issucs-boil-waler-notice
httpefwww bakersficld.comdnews/ 201 5/12/1 Yfshafier-residents-warned-to-bail-waler-alier-bacteria-detected himl
hutpdfww kernpoldenentpive. comirewsftotd-coliform-lound-in-shafter-water-residents-must-boi - water
hbnfweww lurnto2 3. confnews/local-newsfeity-ol-shafler-boiHng-water-ested-positi ve- for-cotiform-bacteria

12/2042015
it Avwww, Lmito2 3 com/news/lacal-news/carringlon-of-shaftee -to-olfer-fresh-water-1g-shafier-resident s

12/2172015
hupbakersfickdrow.comfuewsthealth/bacteria-found-in-shaller-water-isul-dangerous

hte/fwww kerpeoldencmpive.comfmowsfshaller-residenis-told-to-boil-water-nler-bacteria- lound-in-citys-supply
hitp:/fwww. kernpotdenempire.com/moews/state-water-hoavd-officials-working -1o-Hi-tp-water-ban-for-the-holidays

12/22/2015

Lt iakersficlduow, comfnewsealthfshalier-Hits-waler-boil-order

It foewsy bakersfickl.com/News/201 5/ 1 2/22/Boil-order-lifled-in-Shafter-foflowing-clean-water-wesis.hund
hipfiwww keengoktlenempire.comdnews/shafter-no-lonpee-under-boil - wider-wdvisory

hupffwwv kerngoldeneipive comfews/people-in-shafler-are-waking-up-for-the-thisd-straight-day- without-clean-
water

it Awww kernpoldencmpive.condaews/shallers-walter-boil-notice-liNed-late- luesduy-alicraoon

hitpiwww lurmio2 . comoews/local-newsfeity-of-shafter-cancels-water-boil-notice

News OQutlets Qutside of Kern County
It abe L O.comdstorynews/iocal/california/2015/1 2/22/shalter-residents-ordered-boi - drinking-
waler/ 777451 14/
hipiwww.sachee comnews/slate/ealifornisfarticie5 10525935 blml
hynfiwww.vashingtontimes.comfitews/20 1 5/dee/22/shafer-residents-ordered-to-boil-drink ing -water/
hitpefwww.recorderontine. comfewsfstate. news/shafter-residents-ordered-to-boti-drinking-watcr/ticle_{he2ddde.
f188-552a-90d 1 -a5c0{9¢93865.htin]

hittgr//fvwww ehs8.com/story/ 308085 Lafshaler-residents-ovdered-1o-botbdrinking-water
bitpefAvww redbludfdailyvnews. comfpeneral-news/20 £5 1 222shadter-vesidents-ordered-to-boil-deinking -water
hup:/www sfpate. com/oewsfarticle/Shafter-residents-ordered-lo-boil-drinking-water-67 15023, phip
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Message Center > Results

Send

Inbox

Drafts

Quibox

Lo

Templates

Scripts

Delivery Results

Title

Message Type
Site
Schedufed By
Send Time

Voice Completed

Text Completed
Email Completed

Selected Confacts

Mode Prioritization

Languages

DEVICE DELIVERIES

i View each atlampt

N
&

U

DETATLEYD DELIVERY

60% (1.948)

84% {167)

48% (74)

RESULTS

Back to Sent | Print

Boil Water Notice Lifted
Quirgach

CITY OF SHAFTER

Brittney Neal-Soberants

23 December 2015 7.00PM (PT)

23 December 2015 7:33PM (PT) {First attempt compleled at 23 December 2015
T:0BPM (PT))

23 December 2015 7:.03PM {PT)
23 December 2015 7.01PM{PT)

3628
Successfully reached 2,242 (61%)

No

English*

Y 3,267

262

\J

Hide Detailed Resulls

Selectall
L) &9 Volce
! Hangup 22
0] FaxModem 31
(1 Bad Phone Number 7
Porlat Subscription Not Set 35
1 Live Delivery 1,058
- Answering Machine 890
i Busy 28
{4 No Answer 1,137
(. Phone Network Busy 49
Text
{1 TextSent See More 74
{1 Text Not Sent 1
Partal Subscription Not Set 80

hitps.f'connect biackboardeonnect.comiDeliveryResultDeliverySummary/2 1831352




22212016 Message Center > Resuits

L
Email

Portal Subscription Not Set
invalid Email Address

Email Delivered

&
Envei] Delivery Statuses will change over time as we receive updates from recipients’ servers,

© 2004 - 2015 Blackboard Connect Inc. All rights reserved. more details ConnectSupport@ilackboard.com 866-360-2155
Privacy Palicy Terms of Use Chat support is currently unavakiable, please call
for support.

htips./fconnect.blackboardconnect.com/DeliveryResulDeliverySummary/21831352 3
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City of Shafler

Past Details

ﬁ}:’* ! City of Shafter
Published by David Franz - December 21,2015 -

UPDATE: AS OF 4:17 THE SHS WATER DISTRIBUTION IS CLOSED. WE
HAVE ENOUGH WATER FOR THE PEOPLE CURRENTLY IN LINE. IF

YOU ARE NOT IN LINE, PLEASE WAIT UNTIL TOMORROW.

8,824 people reached

. 56 Likes 19 Comments 82 Shares

Like Comment Share

Reported stats may be delayed fram whal appears on posts

8,824 people Reachas

269 Likes, Comments & Shares

122 56 66

Likes On Post On Shares
54 38 16
Comments On Post On Shares
93 82 11

Shares On Post On Shares
1 ,883 Post Clicks

2 & 1,876
Photo Views Link Clicks Other Clicks
NEGATIVE FEEDBACK

3 Hide Post 0 Hide Ail Posts

0 Reportas Spam 0 Unlike Page

hitps:/iwww . facebook.com/CityOfShafler finsights/?section=navPosts

i/t
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